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NO PART OF THIS DOCUMENT MAY BE REPRODUCED, STORED IN A RETRIEVAL SYSTEM, OR TRANSMITTED IN ANY FORM OR BY ANY MEANS, ELECTRONIC,

MECHANICAL, PHOTOCOPYING, RECORDING OR OTHERWISE, WITHOUT THE EXPRESS WRITTEN CONSENT OF FARLAND CORP.
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LOCUS MAP SCALE: 1"=2,000'+ NOT TO SCALE
NOT TO SCALE
MAP 134 LOT 458
OPTIONS: [[] DHO71 (HARD WIRED LEVEL CONTROLS) SMREAL%? B V%W
[[] DRO71 (WRELESS LEVEL CONTROLS) ’
STRAIN RELIEF NoLETRA C — —
CORD CONNECTOR T 159.33' R ZONING DATA
PROTECTIVE CABLE - DISTRICT: RESIDENTIAL A
GASKETED LID, FRP SHROUD (HDPE) e DESCRIPTION REQUIRED
POWER/ALARM CABLE T VAP 134 LOT AREA 8,000 SiF.
ELECTRICAL QUICK /6 CONDUCTOR W/GND MAP 134 LOT 466 7 LOT FRONTAGE 75 FT
DISCONNECT NEMA 6P (EQD) REA=3TB66L <F - LOT 467
E/ONE EQUALIZER , F. - FRONT SETBACK 20 FT
T SIDE SETBACK 10,12 FT
QUICK DISCONNECT INTERNAL WELL MAP 134 - S
ASSEMBLY (304 S.S.) X VENT 2'¢ LOT 465 ) ~ REAR SETBACK 30 FT
INLET, GROMMET TO N R MAXIMUM BUILDING COVERAGE 30 %
S.S. CAST BALL VALVE , GRO o
A ACCEPT 4.5" 0.D. PVC ......--......././.:5\,,.:/ MINIMUM GREEN SPACE 35 %
DISCHARGE PIPE (STANDARD). DUST JE .
1-1/4" FPT COVER SUPPLIED FOR T = .
Na SHIPMENT (NOT SUITABLE = .
1-1/4" DISCHARGE LINE FOR BURIAL) 8
(304 S.S)) e
CHECK VALVE ALARM . / .
e NORYL " SUBSURFACE ROOF |
1057 MM ON . 360 / _
ANTI=SIPHON N 26 e :
: ) ECHARGE UNIT (TYP.
TO DISCHARGE /oo OFF & 650 MM %"]Nm (TYP.) = _ WETLAND | UPLAND _
HDPE TANK DUAL 447 M 47 SAL 7
39 GAL 179 L LIMT OF WORK
WALL, CORRUGATED o1 L N
70 GAL. CAPACITY
I . Friks STAKE—_ |
SEMI—POSITIVE _DISPLACEMENT 14" Har conc. N PrROP. Y | — o TB?&%T égogc.
TYPE PUMP. EACH DRIVEN 29.5% 345 MM DRVEWAY R DWELLNG Yo
BY A 1 HP MOTOR 79 WM 7 24 GAL HOTE: ReT. K ToF=885 Y7o5oN COMPACTED
91 L CONCRETE BALLAST MAY BE A asiregio N |50 STRAW WATTLE\
REQUIRED SEE INSTALLATION ) X /@@/' o
INSTRUCTIONS FOR DETAILS ﬁ ] NOT > 8"
E—-ONE GRINDER PUMP ) iy (e 6” SDR 35 R TR &5@“\ e
_ ;@_ = 77_|_DYC GRAVITY B \\///\\/ AR
NOT TO SCALE S 1 < ' &
] \\ - ——wwrxjkxﬂ — 1-1/4" SCH 40 NATIVE SOIL NATIVE SOIL
P —F————+%—— S —— PVC FORCEMAN
88§ ] /15 stor e 15" 510
v ., 887 R
LIMIT OF WORK/EROSION CONTROLS 2" SDR 21 1”_COPPER STAKED STRAW WATTLE

ANY MODIFICATIONS MADE TO THIS DOCUMENT WITHOUT THE WRITTEN PERMISSION OF FARLAND CORP. SHALL RENDER IT INVALID AND UNUSABLE.

RECORD OWNER:
ASSESSORS MAP 134 LOT 459

KJEC, LLC

401 COUNTY STREET
NEW BEDFORD, MA 02740
LC CERT# 24856

LC PLAN# 36318E

NOTES:

1. PROPERTY LINE SURVEY PERFORMED BY FARLAND CORP. IN SEPTEMBER 2015.

2. WETLAND DELINEATION PERFORMED BY ECOSYSTEM SOLUTIONS, INC. IN JUNE 2015.

3. PORTION OF DRIVEWAY BETWEEN EDGE OF ROADWAY AND PROPERTY LINE SHALL BE CONCRETE
AND PITCH TOWARD ROAD AT A MINIMUM OF 0.5% TO AVOID ROADWAY RUNOFF ONTO LOT.

PERMANENT BARRIER APPROVED BY
AGENT TO BE INSTALLED
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OCTOBER 24, 2017

SCALE:  1"=30’

JOB NO. 17-986.1

LATEST REVISION:
NOVEMBER 17, 2017

\SI-IEET10F1/




