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RAILROAD TRACKN/F PENN CENTRAL CO.; CONSOLIDATED RAIL CORP.
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MAP 102 LOT 97
N/F

ANTONIO F. &
ANA M. AMARAL

MAP 102 LOT 95
AREA = 4,365 SF
(LAND COURT LOT)
NG 376 NASH, LLC

MAP 102 LOT 163
N/F

NG 376 NASH, LLC

MAP 102 LOT 91
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PENN CENTRAL CO.
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CENTRO CRISTIANO EMANUEL IGLES
APOSTOLES Y PROFETAS
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NG 376 NASH, LLC
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VIEW EASEMENT

5857.15 S.F.

(P.B.160, PG.47)

CROSS ACCESS & LOADING EASEMENT AREA = 0.46 ACRES

(P.B.160, PG.47 D.B.8402, PG.188 )

EASEMENT LINE

UTILITY EASEMENT
TO PARCEL 1
(P.B. 160, PG.47,
D.B. 8402 PG.188) ACCESS EASEMENT

TO PARCEL 2B
(P.B. 160, PG.47
D.B. 8402, PG. 188)

EXISTING MBTA ACCESS/UTILITY EASEMENT = 0.25 ACRES (D.B. 13144, PG.116)
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ELEV. 79.42 (NGVD)
BENCHMARK: HYDRANT SPINDLE
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PROPOSED CARPORT
SOLAR ARRAY #1
500 MODULES
(MINIMUM 14.0' VERTICAL
CLEARANCE BENEATH
CANOPY)

PROPOSED ROOFTOP
SOLAR ARRAY
857 MODULES

PROPOSED
FIRE AISLE (TYP)

PROPOSED 2,000 KWH
BATTERY STORAGE
CONTAINERS
(2 CONTAINERS PROPOSED)
PROPOSED DC-DC INVERTERS

PROPOSED POINT OF
INTERCONNECT AT EXISTING
EVERSOURCE MANHOLE

PROPOSED
UNDERGROUND
ELECTRIC CONDUIT
TO INTERCONNECTION
EQUIPMENT

PROPOSED CARPORT
SOLAR ARRAY #5
112 MODULES
(MINIMUM 10' VERTICAL
CLEARANCE BENEATH
CANOPY)

PROPOSED CARPORT
SOLAR ARRAY #3
408 MODULES
(MINIMUM 14.0' VERTICAL
CLEARANCE BENEATH
CANOPY)

PROPOSED CARPORT
SOLAR ARRAY #2
545 MODULES
(MINIMUM 14.0' VERTICAL
CLEARANCE BENEATH
CANOPY)

PROPOSED CARPORT
SOLAR ARRAY #4
138 MODULES
(MINIMUM 10' VERTICAL
CLEARANCE BENEATH
CANOPY)

PROPOSED CARPORT
FOUNDATION POST
(LOCATION APPROXIMATE-
REFER TO STRUCTURAL
DRAWINGS FOR DETAILS)

PROPOSED 500 KVA
TRANSFORMER
AND NEUTRAL GROUND REACTOR

PROPOSED INVERTERS
AND ACCESSIBLE
PV DISCONNECTS

PROPOSED
CONSTRUCTION
STAGING AREA
(5,000 SF±)

PROPOSED EQUIPMENT PADS (3
REQUIRED)

1. CUSTOMER PAD MOUNTED
LOADBREAK SWITCH

2. PAD MOUNTED PRIMARY
UTILITY METER

3. UTILITY EQUIPMENT PAD
WITH LOADBREAK SWITCH

PROPOSED
UNDERGROUND
ELECTRIC CONDUIT

MAINTAIN EXISTING
VEGETATION ALONG
EARLE STREET

TRUCK TURNING AREA
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PROP.
ACCESS/UTILITY
EASEMENT

ARRAY TYPE LEGEND

CARPORT #1: 500 (14' MINIMUM CLEARANCE)

CARPORT #2: 545 (14' MINIMUM CLEARANCE)

CARPORT #3: 408 (14' MINIMUM CLEARANCE)

CARPORT #4: 138 (10' MINIMUM CLEARANCE)

CARPORT #5: 128 (10' MINIMUM CLEARANCE)

ROOF TOP ARRAY: 857

1 inch = ft.
( IN FEET )
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